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WinFrog Device Group: TIDE 

Device Name/Model: TideGAUGE 

Device Manufacturer:   

Device Data String(s) 
Output to WinFrog:  

WinFrog Data String(s) 
Output to Device:  

WinFrog Data Item(s) and their 
RAW record: 

TIDE DATA 380 
 

 
 
 
 
 
DEVICE CONFIGURATION INSTRUCTIONS 
 
WINFROG I/O DEVICES > EDIT I/O: 
Serial  
Configurable Parameters 
 
 
WINFROG I/O DEVICES > CONFIGURE DEVICE: 
No configuration is required at the I/O Device window level. 
 
 
WINFROG VEHICLE > CONFIGURE VEHICLE DEVICES > DEVICE DATA ITEM > 
EDIT: 
Adding the TIDE GAUGE device creates the ParaGAUGE data item.  
 
 
Data item: TIDE, ParaGAUGE, TIDE 
 
There are no edit or configuration options for this data item. However you must add the 
TIDE, ParaGAUGE, TIDE data item to the vehicle’s device list in order to utilize tide 
data from this device in real time as well as to record tide data to the raw files. 
 


